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CHECKFIRE 210 WIRING DIAGRAM  

DELAY 
RESET

PUSH TO 
ACTIVATE

MODULE, DISPLAY, 
CHECKFIRE 110/210  
(PN: 439560)

CABLE, DISPLAY 
CIRCUIT -  
5 FT (1.53 m)  
(PN: 443537)

BATTERY  
(INSIDE ICM) 
(PN: 440352)

MODULE, INTERFACE 
CONTROL (ICM),  
CHECKFIRE 210  
(PN: 439561) CABLE, POWER  

CIRCUIT - 5 FT (1.53 m)  
(PN: 439440)

POWER CIRCUIT CABLE W/ 
INTEGRAL 3 AMP FUSE  
(PN: 439492)

CABLE, POWER  
CIRCUIT - 20 FT (6.10 m)  
(PN: 439444)

CABLE, POWER  
CIRCUIT - 5 FT 
(1.53 m)  
(PN: 439440)

LINEAR DETECTOR -  
10 FT (3.05 m) (PN: 439480)

CABLE , AUXILIARY 
POWER OUTPUT CIRCUIT 
– 3 FT (0.91 M)  
(PN: 439450)

INTERFACE KIT,  
CHECKFIRE DETECTION  
(PN: 434102)

CABLE, IR3 Y 
CONNECTOR  
(PN: 434106)

IR3 DETECTOR  
(PN: 432480)

CABLE, IR3 -  
10 FT (3.05 m)  
(PN: 434103)

EOL, 
DETECTION 
CIRCUIT 
(PN: 439396)

TEE, DETECTION 
CIRCUIT  
(PN: 439394)

CABLE, DETECTION 
CIRCUIT - 10 FT (3.05 m)  
(PN: 439388)

LINEAR DETECTOR - 
20 FT (6.10 m)  
(PN: 439408)

CABLE, DETECTION 
CIRCUIT -  
5 FT (1.53 m)  
(PN: 439386)

LINEAR DETECTOR - 
20 FT (6.10 m)  
(PN: 439408)

CABLE, DETECTION 
CIRCUIT - 20 FT (6.10 m) 
(PN: 439390)

ACTUATOR, ELECTRIC  
MANUAL (EMA)  
LOCATION: BUMPER 
(PN: 439400) CABLE, RELEASE 

CIRCUIT DROP - 38 IN. 
(0.97 m) (PN: 439432)

PAD WITH SPADE 
CONNECTOR 
(PN: 439448)

CABLE, RELEASE CIRCUIT 
DROP - 30 IN. (0.77 m)  
(PN: 439430)

PAD WITH SPADE 
CONNECTOR 
(PN: 439448)

CABLE, RELEASE CIRCUIT -  
5 FT (1.53 m) (PN: 439420)

CABLE, RELEASE CIRCUIT -  
10 FT (3.05 m) (PN: 439422)

CABLE, RELEASE 
CIRCUIT -  
5 FT (1.53 m)  
(PN: 439420)

RELAY CIRCUIT CABLE WITH 
LEADS*  (PN: 439466)

CABLE, h, RELEASE 
CIRCUIT (PN: 446545)

CABLE, RELEASE 
CIRCUIT - 20 FT (6.10 m)  
(PN: 439424)

* LEADS:      
BRN RELAY #1 NC 
WHT RELAY #1 COM 
BLU RELAY #1 NO  
BLK RELAY #2 NC 
GRY RELAY #2 COM 
PNK RELAY #2 NO 

CABLE, RELEASE CIRCUIT -  
10 FT (3.05 m) (PN: 439422)

CABLE, END OF LINE  
(PN: 434102) 
(PART OF INTERFACE KIT)
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SPLIT TEE* 
1/2 IN. X 1/2 IN. X 3/4 IN. 
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SECONDARY SPLIT TEE* 
1/2 IN. X 1/2 IN. X 3/4 IN. 

PRIMARY SPLIT TEE 
3/4 IN. X 3/4 IN. X 3/4 IN. 

3/4 IN. PRIMARY 
SUPPLY LINE HOSE

3/4 IN. SECONDARY 
SUPPLY LINE HOSE

N11

N1

N2
N5

3/4 IN. SECONDARY 
SUPPLY LINE HOSE

LVS-30 TANK 
* ALL HOSE AND FITTINGS 
  AFTER SPLIT TEE ARE 1/2 IN. 

LVS-15 TANK 


